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Abstract
Occupancy profiles are required to estimate internal
gains in buildings for a model predictive controller.
Literature discusses many approaches but the prac-
tical usability of these approaches is unclear. A sim-
ple dynamic model using only existing sensors from
a real office building with 23 zones was tested. A
validated Modelica air flow model that computes the
mass flow rates required for the occupancy estima-
tion algorithm is also demonstrated. The variable
air volume model is published open-source. Limita-
tions of automatic baseline calibration were identified
and an alternative CO2 sensor calibration approach
is presented. The occupancy estimation algorithm is
validated using measurement data.
Introduction
Pe´rez-Lombard et al. (2008) estimated that HVAC
represents 20% of the total energy use in the USA.
Demand controlled ventilation and more advanced
control strategies like Model Predictive Control
(MPC) allow reducing the energy use of ventilation
systems and other HVAC systems. To assess the
impact of these control strategies by simulations,
building occupancy profiles need to be known ap-
proximately, especially when whole-building model
validation is required. A non-intrusive, simple and
low-cost occupancy estimation technique is desirable
in these cases.
Building occupants exhale CO2, which locally in-
creases the CO2 concentration. Building Manage-
ment Systems (BMS) often measure this CO2 concen-
tration to serve as an input for their control strategies.
Since this measurement data is available, it may be
used to determine the building occupancy profiles.
Literature describes a dynamic detection algorithm
(Wang et al., 1999) that estimates occupancy using
CO2 measurements. The algorithm is dynamic since
the dynamics of the CO2 mass balance are taken into
account. These dynamics are described by
d c
d t
=
(cext − c) · m˙ρair + V˙c · 106
V
(1)
where c [ppm] is the indoor CO2 concentration, cext
[ppm] is the CO2 concentration of the exterior air, V
[m3] is the zone air volume, V˙ [m3/s] is the volumetric
flow rate of the air entering and leaving the zone, ρair
[kg/m3] is the zone air density and V˙c = nG [m
3/s] is
the total CO2 generation by n occupants where G is
the CO2 generation rate.
The time derivative of this Ordinary Differential
Equation (ODE) is often discretised and then solved
for n to find the occupancy of the zone. This ap-
proach was used by (Wang et al., 1999; Cal`ı et al.,
2015; Ebadat et al., 2015; Mumma, 2004).
Wang et al. (1999) used CO2 measurements to
determine the occupancy by inverting Equation (1).
They needed to apply additional filtering to avoid
large occupancy swings due to measurement errors.
Mumma (2004) performed similar work. Cal`ı et al.
(2015) computed the presence of no, one, two or more
occupants for several relatively small zones using a
model that was calibrated using measured occupancy
data. Ansanay-Alex (2013) derived the presence of
zero or many occupants based on the slope of the
CO2 measurement, but did not compute how many
occupants are present. Ebadat et al. (2015) proposed
an occupancy estimation algorithm for a multi-zone
building. The approach requires training data for
one zone, uses this to fit three model parameters
and then rescales these parameters to other zones.
Han et al. (2012) combined a distributed sensor
network with a statistical estimation method to
estimate the occupancy in one zone. Lee et al.
(2014) used a dynamic neural network model to
estimate the occupancy in a single zone using CO2
and absolute humidity measurements. Gruber et al.
(2014) specifically investigated the time-delay aspect
of CO2 sensors. For a review of occupancy sensing
systems and modelling approaches, the authors refer
to (Yang et al., 2015).
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These studies typically focus on single, small zones.
Practical applications like office buildings however
require the occupancy in multiple zones to be esti-
mated. Furthermore in practical applications no spe-
cialised measurement data is available and therefore
the occupancy estimation technique preferably only
uses sensors that are already available. Finally, in
real buildings CO2 sensor drift may occur, causing
the measurements to be biased. The measurement
estimation technique should be robust against this
drift.
In this paper we present a multi-zone occupancy es-
timation technique for office buildings equipped with
Variable Air Volume (VAV) units that only uses CO2
measurements and VAV control signals for each zone.
It may be extended to other ventilation systems as
long as the ventilation system may be simulated. The
difference with (Ebadat et al., 2015) is that our tech-
nique does not require more advanced mathematical
concepts to be implemented. It does however require
a model of the building air flow network. In this
work this model was developed and implemented us-
ing Modelica. The required models are presented and
available open source. Occupancy estimation results
are validated using measurement data for a single
zone. Occupancy estimations of the 22 other zones
are verified using periods of known absence like holi-
days.
System description
The methodology proposed in this paper is applied
to measurement data from an office building in
Luxembourg. In this section the relevant aspects of
the building are presented.
The office building has 7000 m2 of conditioned floor
space spread over six floors. The top and bottom
floors are not considered in this paper since they have
their own air handling units. Ventilation to the four
middle floors is provided by two air handling units
(AHU) that each have a nominal volumetric flow rate
of 14200 m3/h. The supply and return volumetric
flow rates of each AHU are measured. The first and
second AHU respectively provide ventilation to 15
zones at the east of the building and 8 zones at the
west of the building. Each zone is equipped with a
supply and a return VAV such that the supply and
return air mass flow rates are balanced. The sup-
ply and return VAVs are respectively of the TVZ 160
and TVA 160 series of TROX Technik. The nominal
flow rate of the eastern zones is either 583 m3/h or
1167 m3/h, while the nominal flow rate of the western
zones is 1750 m3/h. Each VAV is configured to have
a nominal flow rate of 583 m3/h such that each zone
has either one, two or three parallel VAVs.
Figure 1 illustrates that air enters the zone through
multiple inlets in a suspended floor. One duct per
VAV is used for air extraction. These ducts contain a
Building zone
VAV
VAV
Supply fan
Return fan
Figure 1: Schematic presentation of the building
zone. Arrows indicate air flows. Air enters the zone
from many small vents in the floor and leaves the zone
through a few large vents at the top of each zone.
CO2 concentration sensor, a relative humidity sensor
and a temperature sensor. Windows may be opened.
The building n50 value equals 0.24/h and was mea-
sured using a blower door test.
Measurement data was collected through the build-
ing management system. The measurement preci-
sions are 1 m3/h and 0.1 ppm. Sensor type, accuracy
or calibration are unknown. Sensor measurements
are stored together with a MySQL timestamp when
the difference with the previous measurement value
exceeds a certain threshold. In practice this means
that on average one sample is stored every minute for
the volumetric flow rate and for the CO2 concentra-
tion sensors. When multiple measurements are stored
within the same second, the oldest samples, i.e. with
the lowest MySQL primary key values, are discarded.
The resulting data is interpolated using zero-order
hold based interpolation. The interpolated signal is
then resampled to 2-minute averaged data by com-
puting the average of 15 equidistant samples of the
interpolated data within each 2-minute interval. The
resulting data is used in the simulations, where the
data is linearly interpolated.
The goal of this paper is to estimate the occupancy
profiles in each of the building zones using the above
information and available measurement sensors.
Methodology
In this work CO2 sensor measurements are combined
with an air flow model to estimate the occupancy in
each zone using Equation (1), which requires the mass
flow rate to each zone to be known. Since flow meters
are typically not installed for each zone, a simulation
model of the air flow network is used to compute these
mass flow rates, based on the measurement data and
control set points that are available. The most impor-
tant component of this air flow network is the model
of a VAV unit, for which a model needed to be devel-
oped and which has been published in the Modelica
Annex 60 library (Wetter et al., 2015), which is fur-
ther maintained as part of IBPSA project 1.
Therefore this section firstly describes the used Vari-
able Air Volume (VAV) model and secondly the used
air flow system model. Thirdly, the CO2 sensor cal-
ibration approach is discussed. Finally, we explain
how the occupancy profiles are computed.
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pin, m˙in, hin pout, m˙out, houtm˙in + m˙out = 0
m˙in = f1(pin − pout, y, c)
hout = hin
Equations
Parameters
V˙nom, V˙max, V˙min
y
y′
Parameters
c = {m˙nom,∆pnom,∆pfix,nom}
pin − pout = f3(m˙in, y, c){
Equations
y =
V˙min+(V˙max−V˙min)·y′
V˙nom
Fluid inlet Fluid outlet
Figure 2: Schematic presentation of VAV model. The
top type-specific part transforms the VAV input y′ into
the type-independent model input y. Important pres-
sures p, mass flow rates m˙, specific enthalpies h, con-
trol signals y, functions f(·) and equations are indi-
cated in this scheme.
VAV model description
The considered office building uses VAV boxes to con-
trol the volumetric flow rates that enter the build-
ing zones. A Modelica model for this component
has been developed. The VAV model is based on
the TVA/TVZ series of TROX Technik and consists
of two parts: a type-specific and a type-independent
part (see Figure 2).
The first part is the type-specific model for the Trox
TVA/TVZ unit. It transforms the VAV unit control
input y′ into the control signal y of a more generic
model
y =
V˙min + (V˙max − V˙min) · y′
V˙nom
(2)
where V˙nom is the nominal volumetric flow rate, which
may be found in the manufacturer datasheet. V˙min
and V˙max are respectively the lower and upper set
point bounds of the volumetric flow rates. These val-
ues may be fixed on the VAV boxes using control
knobs and are parameters of the model.
The second part of the VAV model is the
type-independent model of a pressure independent
valve. This model has been published in the
Annex 60 library (Wetter et al., 2015) as the
TwoWayPressureIndependent model, which is fur-
ther maintained as part of IBPSA project 1. It has
one control input y. The model consists of two main
functions:
m˙ = f1(∆p) (3)
∆p = f2(m˙). (4)
The first function is a pressure-drop equation that
returns the mass flow rate m˙ as a function of the
pressure difference ∆p over the VAV. Equation (4) is
the inverse of Equation (3).
These equations describe two flow regimes. The first
flow regime occurs when the VAV pressure difference
is not high enough to reach the requested flow rate
V˙set, i.e. even when the VAV damper is fully opened,
the desired flow rate is not obtained. In other cases
the second flow regime holds.
Functions (3) and (4) that combine these two regimes,
should have specific properties. They must be un-
bounded such that one unique solution exists for ev-
ery value of ∆p or m˙. The first derivative d m˙/d ∆p of
the function must also be continuous, since otherwise
a Modelica simulation tool’s Newton solver may not
be able to robustly solve algebraic loops containing
this function.
In the first regime, the unit is unable to supply the
requested volumetric flow rate. In this case the volu-
metric flow rate is determined using a quadratic pres-
sure drop equation:
f3(∆p, k) = m˙ = k
√
∆p (5)
f4(m˙, k) = ∆p = (m˙/k)
2 (6)
where k is determined using Equation (7), with nom-
inal mass flow rate m˙nom and nominal pressure drop
∆pnom of the unit when the damper is fully opened.
k =
m˙nom√
∆pnom
(7)
m˙nom and ∆pnom are parameters of the model that
need to be set by the user. These values can typically
be found in the datasheet of the manufacturer.
The second regime is active when ∆p > ∆pmin, where
∆pmin is the minimum pressure difference required
for supplying V˙set. Using (6), we find ∆pmin = (ρ ·
V˙set/k)
2. In the second regime the VAV valve restricts
the flow rate by closing the damper such that V˙set is
obtained. In this region Equation (3) is equivalent to
Equation (8).
m˙ = ρ · V˙set (8)
This equation however does not contain ∆p, meaning
that ∆p may be undefined and therefore it is impos-
sible to construct (4). Therefore a different approach
is required, reflecting that the mass flow rate rises
further when ∆p > ∆pmin in the second flow regime.
A function that satisfies this requirement, that is un-
bounded and has a continuous first derivative is
m˙ = RS(∆p−∆pmin,
m˙set + l(∆p−∆pmin)m˙nom/∆pnom,
f3(∆p, k)
δ)
(9)
where m˙set = ρ · V˙set and l is a parameter that deter-
mines the slope of m˙(∆p) in region 2. RS(a, b, c, d)
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is a transition function that returns b for a ≥ d, c for
a ≤ −d and otherwise Equation (10),
(a/d)((a/d)2 − 3)(c− b)/4 + (c+ b)/2 (10)
which is a transition between b and c with a continu-
ous first derivative.
Similarly function f2(·) in Equation (4) is defined
using Equation (11).
∆p = RS(m˙− m˙set,
∆pmin + (m˙− m˙set)∆pnom/m˙nom/l2,
f4m˙, k,
δ)
(11)
Functions f3(·) and f4(·) represented by Equation
(9) and Equation (11) are implemented in a dedi-
cated valve model in the Annex 60 library (Wetter
et al., 2015): Annex60.Fluid.Actuators.Valves.
TwoWayPressureIndependent. This model also con-
tains the option to model a series pressure drop com-
ponent with a fixed k value kfixed. Variable k is then
recomputed using (12).
k′ =
√
1/(1/k2fixed + 1/k
2) (12)
This option allows modelling of two pressure drop
components using a single equation and therefore may
result in smaller algebraic loops that may be solved
more efficiently.
Air flow model description
Figure 3 illustrates the air flow network, in which
mass flows from left to right. Table 1 explains the
components used in Figure 3. The considered office
building has 23 zones, for which air is supplied by two
independent air handling units (AHU).
Each zone is modelled using two air volumes in which
air is assumed to be perfectly mixed. These are illus-
trated for completeness, but do not affect the pressure
drop in the system.
The supply and return air flow rates are controlled
using two independent VAVs per zone. Any imbal-
ance in supply and demand is compensated by draw-
ing fresh air from the ‘environment’ into the bottom
volume. Air flow between zones is neglected in this
study because its magnitude is difficult to estimate
and highly depends on whether or not windows are
opened, which is an unknown function of time. Each
AHU is connected to four VAVs ‘valBat’ that extract
air from the bathrooms. They have a constant set
point of 150 m3/h each. Since no air is injected in
these rooms an imbalance exists. It is assumed that
this air is drawn from the environment and not from
the surrounding zones.
The required duct pressure is provided by fans,
but is simulated by setting an absolute pressure
boundary condition using the Boundary models in
the schematic presentation. The environment has a
constant pressure of 1 atm.
Air flow model configuration
A few experiments were conducted to estimate some
of the model parameters.
V˙max and V˙min
The nominal pressure drops of ‘resSup’ and ‘resRet’
and the series pressure drop of the VAVs were cal-
ibrated using measurement data. The set points of
the VAV set by the control knobs were inspected vi-
sually on a few VAVs, from which the minimum and
maximum opening V˙min and V˙max were respectively
found to be about ∼ 30% and ∼ 65% of V˙nom.
Further calibration of a few % was conducted using
measurement data. The calibration consists of firstly
deriving the values of V˙max using an experiment
where all VAVs were opened (y′ = 1). In a second
experiment all VAVs were closed (y′ = 0), from
which V˙min could be computed. This experiment
was conducted separately for both AHUs and sepa-
rately for return and supply ducts.
Duct pressure drops
The pressure drop of the main ducts and the pressure
drop ∆pfix,nom in series with the VAVs were deduced
from experiments. The series pressure drop is caused
by vents, ducts, flexible ducts, bends and also a
heating coil for the supply VAV. For this calibration
we used 1) measurements during operation and 2)
the fact that the supply pressure was set too low to
reach the flow rate set point. The measured flow
rate in the duct is thus lower than the sum of the
requested flow rates for that duct
∑
m˙set. These
flow rates may be computed using the logged VAV
control signals. The knowledge that the set point
is not obtained means that the VAV dampers are
completely opened. The pressure drop of the VAV
may then be computed from Equation (6). The
model was fit using trial and error to attribute the
remaining pressure drop to the main duct and the
series pressure drop of the VAVs.
Similar pressure drops for the return ducts needed to
be deduced. The return ducts contain no heating coil,
due to which their pressure drop is lower. Therefore
the return duct pressure difference was high enough
and the trick of the supply ducts could not be used
to deduce the pressure drop of the series components.
However, on some occasions the nominal mass flow
rate of one of the two return fans was reached. To
protect the filters, the fan controller then lowers the
duct pressure to avoid exceeding the nominal mass
flow rate. Due to this effect the first operating region
of the VAVs is again reached, meaning that the pres-
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Figure 3: Illustration of the air flow network containing two independent duct systems that supply air to re-
spectively 15 and 8 zones from which 2 are shown. Each zone contains two air volumes, one supply and one
return VAV ‘valSup’ and ‘valRet’. The ducts are represented using pressure drop components resSup and resRet.
Boundary ‘environment’ sets the absolute pressure in the zones to 1 atm. Any mass flow rate imbalance in the
supply and return VAVs is compensated by a mass flow rate to or from the environment. The bathrooms contain
only VAVs for extracting air. It is assumed that this air is drawn from the environment. Table 1 explains the
used symbols.
Table 1: Table explaining the components used in Figure 3 and their sources.
Icon Description Source
VAV model: The VAV model outlined in this paper. Custom
FixedResistanceDpM: Pressure drop element that sets ∆p =
(
m˙
k
)2
or
m˙ = k · √∆p with k defined using Equation (7).
Annex 60 (Wetter
et al., 2015)
Boundary: Serves as a mass source or sink by setting a pressure boundary
condition to the connected model.
Annex 60 (Wetter
et al., 2015)
CO2 sensor: Measures the CO2 concentration in the connected compo-
nent.
Annex 60 (Wetter
et al., 2015)
MixingVolume: This component perfectly mixes all entering mass
streams but causes no pressure drop.
Annex 60 (Wetter
et al., 2015)
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sure drops could again be deduced from the measured
return duct pressure.
The pressure drops for the other return duct system
were chosen equal to the values of the return duct
system where the above described automatic pressure
reduction occurred because no better estimate could
be deduced.
The supply and return series pressure drops for the
VAV maximum flow rate of 591 m3/h were found to
be respectively 215 Pa and 43 Pa for the AHU with
8 VAVs and 258 Pa and 43 Pa for the AHU with 15
VAVs. The supply and return main duct pressure
drops for the (different) duct nominal flow rate of
14200 m3/h were found to be respectively 86 Pa and
30 Pa for the AHU with 8 VAVs and 108 Pa and 30 Pa
for the AHU with 15 VAVs. The higher main supply
duct pressure drop compared to the main return duct
pressure drop may be explained by the presence of a
humidifier in the main supply ducts.
Occupancy estimation methodology
To compute the zone occupancy, Equation (1) is used,
which may be reformulated into Equation (13)
d c(t)
d t
=
(cext − c(t)) m˙ρair + n(t) ·G · 106
V
(13)
where n is the number of occupants and G is the
CO2 generation rate per person. In literature often
a CO2 generation rate of 0.3 l/min or 0.31 l/min per
person is used (Mumma, 2004; Wang et al., 1999;
Dougan and Damiano, 2004; Lu et al., 2010). This
generation rate however led to an overestimation of
the occupancy. The generation rate was therefore
computed assuming an average heat production of
∼ 21 J (5 kcal) per liter of O2 that is consumed (Hills
et al., 2014). Assuming a respiratory quotient of 1
and a heat production rate of 131 W, which corre-
sponds to ‘Moderately active office work’ (American
Society of Heating and Engineers, 2009), we find a
generation rate of 0.38 l/min. Ebadat et al. (2015)
use a generation rate of 0.48 l/min.
To compute the occupancy profile for each VAV,
equation (13) was solved towards n(t).
n(t) =
V d c(t)d t + (c(t)− cext) m˙ρair
G · 106 (14)
This results into Equation (14) where m˙ is com-
puted using the described air flow model, c(t) is
the calibrated value of the two-minute time-averaged
measured indoor CO2 concentration c
′(t) and d c(t)d t
is computed approximately using the Modelica
model Modelica.Blocks.Continuous.Derivative
with parameter value T = 600 s.
The exterior CO2 concentration Cextis not measured
on site. Therefore measurements from 8 often unoc-
cupied meeting rooms and offices were combined to
serve as the outdoor CO2 concentration. The zone
volume V was computed from the zone geometry.
The air density ρair is assumed to be constant and
equal to 1.204 kg/m3. G is taken as 0.38 l/min as
computed above.
CO2 sensor calibration
The used CO2 sensors experience a drift on the mea-
sured concentration, which needs to be removed. Au-
tomatic Baseline Calibration (ABC) is often used for
removing this measurement error by adding a fixed
offset to the measured value. ABC stores the low-
est CO2 concentration cmin that is measured dur-
ing a certain period. The method assumes that cmin
is equal to the constant outdoor CO2 concentration
cout = 400 ppm. The measured CO2 concentration
c′(t) is then calibrated in the next period by comput-
ing the calibrated value c(t) using Equation (15).
c(t) = c′(t) + cout − cmin (15)
For our case ABC is however unsuited since large
outdoor CO2 concentration swings are observed so
assuming a constant value would be inappropriate.
Figure 4a illustrates these swings using four CO2
measurements and the outdoor wind speed during
seven days starting on Thursday. Some of the meet-
ing rooms were occupied on Friday noon and Monday
noon. Outside of these periods we assume that the
measured CO2 concentrations may be used as an in-
dicator for the outdoor CO2 concentration, for which
no sensor is available. Figure 4a shows that the out-
door CO2 concentration experiences fluctuations of
up to 100 ppm, especially during periods of low wind
speeds.
Furthermore Figure 4b shows that on some occasions
the indoor CO2 concentration drops below the out-
door CO2 concentration, since the CO2 concentration
rises when the AHU is activated. This suggests that
something in the room absorbs CO2, for which no
conclusive cause could be identified. Using ABC in
this situation would lead to a large underestimation
of the outdoor CO2 concentration.
From these observations we conclude that ABC cali-
bration would not be reliable in this study. Therefore
Equation (16) is used to correct for the drift on the
CO2 sensors where c
′(t0) is the CO2 concentration
that is measured at time t0, which is the last date
when there was a national holiday. During these pe-
riods the building is assumed to be unoccupied, while
the ventilation is still running. Therefore all CO2 sen-
sors may be calibrated to the same CO2 concentra-
tion.
c(t) = c′(t) + cout − c′(t0) (16)
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(a) The ventilation unit was activated throughout the illus-
trated week. Therefore each measurement is indicative of the
outdoor CO2 concentration.
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(b) Measurement results during a weekend where the air han-
dling unit (AHU) is only activated at night.
Figure 4: Calibrated CO2 measurements of four meeting rooms that are usually unoccupied.
Validation results
Air flow model validation
The air flow model was validated using volumetric
flow rate measurements from the building and using
the control signals of the VAVs. The validation re-
sults are shown in Figure 5, which shows the mea-
sured and simulated return and supply mass flow
rates of the two AHUs and the measured boundary
conditions for the duct pressures that were used. The
end of the graph shows an experiment where groups
of VAVs were opened sequentially by changing y′ = 0
to y′ = 1. The maximum steady state error is in the
order of 5%.
Note that the supply air flow rate is significantly lower
than the return mass flow rate because the duct pres-
sure set point is too low. This is correctly simulated.
Occupancy estimation validation
Using the validated air flow model, the zone mass flow
rates were computed and Equation (14) was used to
compute the number of occupants in all zones. One
of the zones was validated using measurements. To
this end a bi-directional people counter was installed
at the entrance of the zone as illustrated in Figure 6.
The counter comprises two parts. The first part con-
tains a led and the second contains two light sen-
sors. When a person blocks the light coming from the
LED, a log entry is made that contains a time stamp
and which of the two sensors’ view was blocked first.
Based on these logs the occupancy was computed.
Occasionally measurement errors occurred such that
the measured number of occupants at the end of the
day is not zero. Therefore the counter is reset to zero
each night. The zone consists of two smaller zones
with 1 and 2 VAVs such that the zone has three VAVs
in total.
Figure 7 shows the validation results. The top graph
depicts the measured and estimated occupancy pro-
files. The middle graph shows the measured control
signals y′ for each of the three VAVs. Note that y′ = 0
corresponds to a valve opening of y ≈ 0.5. The AHUs
are disabled at night when y′ = 0 such that the mass
flow rate then equals zero. The bottom graph shows
the measured zone CO2 concentration and the exte-
rior CO2 concentration.
Discussion
Qualitatively the occupancy estimation agrees well
with the measured values. Figure 8 shows results of a
single week that allows for a more detailed discussion.
Figure 8 shows that at the end of each day the total
number of people entering and leaving the zone does
not add up to zero. Although the differences are typ-
ically ± 1 person, this indicates that some measure-
ment errors exist that should be taken into account
when interpreting the results.
The measurements indicate that many people leave
the office at noon. This is also detected by the occu-
pancy estimator but the occupancy minimum is typ-
ically underestimated and delayed by about an hour
by the inertia of the room air.
It often happens that the ventilation unit is dis-
abled in the evening before all CO2 has been evac-
uated. The remaining CO2 concentration then drops
throughout the night but in the morning the remain-
ing CO2 concentration is higher than the exterior
CO2 concentration, causing the algorithm to erro-
neously detect occupancy as soon as the ventilation
unit is enabled. This may of course be avoided by
running the AHU longer or until the CO2 concentra-
tion drops below a certain value.
Around noon of day 5 the ventilation unit was dis-
abled for about one hour, causing the CO2 concentra-
tion in the building to rise. Although this effect was
taken into account when computing the VAV mass
flow rate, this still leads to a peak occupancy predic-
tion for a short period when the AHU was re-enabled.
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Figure 5: Validation of air flow network. The four top sub-graphs compare the simulated mass flow rates with
the measured mass flow rates for the pressure differences indicated in the bottom sub-graph.
LED
Door
2 light sensors
Figure 6: Illustration of people counter comprising a
part that contains a LED and a part that contains two
light sensors.
The order of magnitude of the occupancy is well pre-
dicted. This indicates that G = 0.38 l/min is an ap-
propriate average CO2 generation rate for this study.
Figure 7 shows that the measured zone CO2
concentration decays towards the outdoor CO2
concentration during weekends, indicating that the
calibration method works as intended.
The main steps forward in this research in relation to
existing literature are the use of 1) a long validation
period, 2) only pre-existing sensors, 3) a large num-
ber of occupants, 4) a real office environment. Our
approach can estimate the occupancy of each zone for
which a return CO2 concentration sensor is installed
and for which the ventilation mass flow rate is mea-
sured or may be computed using a model. The CO2
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Figure 7: Validation of occupancy estimation approach for one zone with three supply VAVs. The measured and
estimated occupancy are on the top graph. The middle graph shows the VAV control signals y’. The bottom
graph shows the measured zone CO2 concentration and the computed outdoor CO2 concentration.
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Figure 8: More detailed illustration of the validation in Figure 7 for a single week (Monday - Friday).
sensor calibration approach compensates for sensor
drift and makes the approach robust against fluctua-
tions of the outdoor CO2 concentration.
Conclusion
A direct approach for estimating occupancy profiles
in buildings by using readily available sensors has
been implemented and validated using measurement
data from a real office building during operation. Due
to the limited number of available measurements the
outdoor CO2 concentration needed to be estimated
and a validated air flow model was used to compute
the zone air flow rates. To this end a new VAV model
has been developed, which is published in the Annex
60 library (Wetter et al., 2015). The limitations of
Automatic Baseline Calibration for this study were
shown and an alternative calibration method has been
used.
Validation results show that the Modelica model is
able to accurately compute the total mass flow rates
in the air flow system, proving the validity of the
model and demonstrating the use of Modelica to per-
form detailed building air flow calculations. The oc-
cupancy predictions agree well with the measured oc-
cupancy profile of a single zone and can be used to es-
timate the internal gains of the building during build-
ing performance simulations or advanced controller
assessments. A CO2 generation rate of 0.38 l/min
per person was computed and yields better results
compared to the typically used value of 0.3 l/min.
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